KEY NOTES

(1D SPRINKLER RISER FROM BELOW.

(2D sLOPE ATTIC SANITARY SEWER PIPING 4" PER FOOT IN
DIRECTION INDICATED.

(@) SANITARY SEWER DROP FROM ROCF. SEE PP230 FOR
CONTINUATION.

6"

(4 sTORM DRAIN DROP FROM ATTIC AND DROP TO FIRST
FLOOR SEE PP230 AND PP210 FOR CONTINUATION.

one foot

(5) SLOPE CONDENSATE DRAIN PIPING %" PER FOOT IN
DIRECTION SHOUN.

CONNECT 24" CONDENSATE TO FANCOIL UNIT EQUIPPED WITH
CONDENSATE DRAIN LIFT PUMP SPECIFIED ON MECHANICAL
PLANS.

three inches

(D ROUTE 1" CONDENSATE DRAIN DOUN IN WALL, ELBOW OUT.
CONNECT TO LAVATORT/8INK DRAIN TAILPIECE.

ROUTE 1" CONDENSATE DRAIN DOUN IN WALL, ELBOW OUT AND
TERMINATE AT MOP SINK WITH AIR GAP.

one foot

(2) ROUTE I'" CONDENSATE DRAIN MANIFOLD FOR 3/4"
CONDENSING UNIT DRAINS TO FLOOR SINK AND TERMINATE
WITH AIR GAP.

NOT USED.

(D FAN COIL IN ATTIC. SEE MECHANICAL DRAWINGS.

(12) INDOOR WATER-COOLED CONDENSING UNITS ON FLOOR. SEE
MECHANICAL DRAUWINGS.

6"

SANITARY SEWER DROP FROM ATTIC TO FIRST FLOOR. SEE
PP21@ FOR CONTINUATION.

one and one half inches

E CW RISER FROM FIRST FLOOR. SEE PP2I1@ FOR CONTINUATION.
(B) CUW RISER TO ROOF. SEE PP230 FOR CONTINUATION.

VENT FROM FIRST FLOOR ATTIC TO ROOF. SEE PP220 AND
PP23@ FOR CONTINUATION.

(1D MECHANICAL EQUIPMENT CLEARANCE AREA, COORDINATE
WITH MECH. CONTRACTOR.

ENERGY RECOVERY VENTILATOR. SEE MECHANICAL
DRAWINGS.

GAS RISER FOR GAS-FIRED WATER HEATER FROM FIRST
FLOOR SEE PP21@ FOR CONTINUATION.

one foot

° I-HOUR FIRE RATED WALL. SEE ARCHITECTURAL DRAUWINGS.

QD) ACOUSTICAL SOUND WALL. SEE ARCHITECTURAL DRAWINGS.

6"

FOR EXTENT OF ALTERNATE DEDUCTIVE SEE ARCHITECTURAL
DRAWINGS.

one inch
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Q2 CAP PIPING FOR FUTURE CONNECTION.

one foot

6"

three quarters inch
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